ADDENDUM NO. 3
Nebraska State Office Building
Fans and Diffusers
301 Centennial Mall South
Lincoln, Nebraska - 2014
May 2014 / OA Project No. 012-2549

Design Professionals:
Olsson Associates — Mechanical & Electrical Engineers

DATE OF ISSUANCE: June 25, 2014
BID DATE: JULY 2, 2014 at 2:00 PM

The Project Manual and Project Drawings dated May 2014, for the above referenced project, are amended by this
addendum.

NOTICE: This Addendum is issued to all interested prospective bidders as an amendment to the project manual
or other parts of the bidding (contract) documents for the above named project. Reference to this Addendum
must be included in the Bid Proposal. The information contained herein shall be fully incorporated into the
contract documents as though originally included therein.

PROJECT CHANGES

1) Refer to the Notice to Bidders and Advertisement For Bids.

Change the BID OPENING CONFERENCE ROOM: Bids will be received at the State of Nebraska, AS/State
Building Division, located at 1526 K Street, Suite 200 Lincoln, NE 68508, conference room number 2B,
Lincoln, Nebraska until 2:00 p.m. Central Time on July 2, 2014 where all qualified bids will be opened and read
aloud.

2) Prior Approvals

The following manufacturers are approved for bidding purposes, subject to the provisions of the specifications
and drawings.

Specification Section 233713 — Diffusers, Registers, and Grilles: add Thermal Products Corporation

3) Refer to Sheet M3.1-1 — Mechanical Legend, Schedules, Details, and P&ID’s

In reference to M3.1-1 (attached), note the two added details showing reinforcing lintels above the 48”
openings in the concrete walls of the AHU’s.

END OF ADDENDUM NO. 3
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Attachment No. M3.1-1
to ADDENDUM NO. 3
Dated: June 25, 2014
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BUILDING FANS AND DIFFUSERS

1111 Lincoln Mall, Suite 111

P.O. Box 84608
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Lincoln, NE 68501-4608




